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NOTES:

1. All circuits (50 pair #18) shown on this drawing have been
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installed in the TOS/COM trays spanning the entire Skyway. In
the girder at the following platforms the circuits have been
coiled in the trays. Contractor shall pull the 50 pair #18
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Telephone Cables from the trays into the Telephone Terminal
Boxes as follows:
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2. All circuits not shown in Note 1 above have been pulled
by others to their respective Telephone Terminal Box.
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3. For arrangement of conduits routing to the service platforms
see sheets E-820 through E-834.

4. All conduits shown on this drawing are existing.
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50 pair #18 telephone cables are coiled in the trays in
girder at the platform locations shown.
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The SAS Contractor is responsible for pulling and terminating

Ckt. #2473-10.
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The OTD-2 contractor is responsible for pulling and terminating
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Contractor shall terminate all 50 pair #18 cables in the
Telephone Terminal Boxes, unless otherwise noted.
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